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Sr.
No.

Section &
Clause No.

Description as
per specification Queries Clarification by CSPTCL

t4 Price Supply
Schedule

Control and
protection
panels

We propose centralized bus
bar protection system due to
all control & rclay panels

will be placed in the control
building. Please accept our
orooosal.

It should be supplied as per
technical specifi cations. As
per specifications, it is
centralized. It will be placec

in Bay Marshalling Room.

15 Price Supply
Schedule

Substation
Automation
System

From the clause we
understand, our scope is
limited to Sub-station end
only. So, we have not
considered any software &
hardware etc. at CLDC end
in our scope.

It should be supplied as per
technical specifications.
The communication
protocol for gateway to
control centre must be oPen

protocol and shall support
IEC 60870-5-101,104 &
IEC 61850 for all levels of
communication for
substation automation such
as bay to station HMI,
gateway to remote station,
etc.

16 General Order of
precedence

In case ofdiscrepancy
between price schedule &
section-project, please clariff
the order of orecedence.

Price schedule shall be

heated as final.

t7 General Maintenance
equipment &
spare parts

We are not envisaged
Maintenance equiprnent &
spare parts for the main
equipments like CB, CT,
CVT, Panels and SAS
equipment etc. Please

confirm.

All the necessary spare

parts shall be provided as

per requirement of tender
specifications.

18 General Tools &
tackles

We are not envisaged Tools
& Tackles for the main
equipments like Power
transformer, Earthing
Transformer etc. Please

confirm.

All the necessary spare
parts shall be provided as

per requirement of tender
specifications.

19 General Type Test's
and Special
tests

We understand repetition of
type tests for PTR and other
equipment are not required,
if in case bidder can
substantiate with valid type
test reports. Please confirm.

Routine, additional routine
&type tests as per clause-
2.0 'Final inspection'
(Page 108-109) of Vol-II
of tender specification)
shall be performed on
power transformer during
final inspection. For other
equipments, test during
final inspection shall be as

per relevant clauses of
tender.

20 General Preliminary
Examination
ofTechnical

We shall submit a
declaration stating that all .

equipments /materials shall

All the equipments /
materials shall be supplied
as Der tender specification
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